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1 Introduction

There is a growing interest in the use of enhanced heat transfer tubing in all forlm

of sea water evaporation plants. Most of the research effort so far appears to have been

devoted to the development of an enhanced fluted tube suitable for use in the falling film

inode in the ' multiple effect (ME) evaporator system( l ' 2. The benefits of this type of

tube in reducing water costs from ME plants (as shown by design studies) is by now well

known. The U.K.A.E.A. has over the last few years developed commerci.ally practical methods

of manufacturing enhnced heat transfer tubing of several different types. These types are

suitable for ME plants, a mentioned above, and also for advanced des..gns of multistage

flash (MSF) plants.

This paper describes the types of enhanced condenser tubing which have been developed

and studied at the Harwell Research Establishment. These tubes were specifically designed

for use in advanced MSF plants, but they could also find use in the preheaters of a ME

train. The heat transfer and pressure drop characteristics of the several different types

of tubing are presented and indications given of how they could be most efficiently used.

2. Types of Enhanced Heat Transfer Condenser Tubing

Figure I shows general and cross section views of six different types of tubing which

span the range of development. AlI tubes shown were constructed from tubing initially of

I in. (31.8 m) outside divieter 1O.D.). Referrtnrg to Figure 1 the several types can be

identified as follows:

(a) 4 start, swaged (or "roped") helical,

(b) 4 start, positive tndelvttation helical,

(c) S start, sw.ged helical,

(d) 4 start, longitudinal wave,

1. 16 start, wiltifluted,

(1) 3( start, nmutifluted, high density fluting.

Typ,' (a), the swaged or "roped" type of tubing iti probably the best knoyw and has been the

subject of previous studios )  Type (b), while similar to type (a), was, nevertheles,
construtted in such a manier as to produce iivre positive curvatures surrounding the

indentations as shoWi in the cross section views. This feature is reflected in the tube

performance. Type (c), the 8 start swaged tube, is similar to type (a) but, for any chosen

angle of indentation, provides twice as many indentations per unit length of tube.

The longitudinal wave tube, type (d), was developed to contrast specifically with the

tube side characteristics of the previous three types. With fluid flowing insid, the

tubes, types (a), (b) and (c) tend to induce a swirling flow pattern vhile increasia the

heat transfer rate. Theoretical analysis of this type of flow indicated that the increased

friction loss must always be much greater than the increased heat transfer rate. The
longitudinal wave profile therefore was designed to increase the heat transfer rate while

avoiding the sirl Ilo nchanism.

Types (e) and kf), the multifluted tubing, appear radically different to the foregoing

types. The wthod of construction differs also, and one can see that greater deformation

of the original smooth tube o curs. Because of this greater metal deformation and



especially to prevent appreciable localised thinning of the tube wall, the helix leads H

(for definition see below) are generally longer than for the swaged type of tube. This

limitation has its effect on the heat transfer and pressure drop cni:-acteristics of this

type of tube.

Some relevant definitions relating to profiled tubing of the above types irr¢" eiven

below:

Helix Lead H = Distance along tube axis taken by an indentation in turning

through 3600

Helix Lead, H
Helix Ratio HR Tube inside perimeter, P 

Indentation Ratio 6 Indentation depth, e
Hydraulic iameter, Dh

Hydraulic Diameter Dh 4 x cross sectional area, Ai
h Tube inside perimeter, Pi

Altogether 17 tubes of types (a) and (b), 7 tubes of types (c) and (d) and 8 tubes of

types (e) and (f) were studied in the series of experiments discussed in this paper.

Tables 1, 2 and 3 give details of the important dimensions of the three groups of tubes.

The theoretical analyses presented in this paper have been applied only to tubes of types

(a), (b) and (c). Detailed performance analysis of tubes of types (d), (e) and (f) are

not given here, and for these tubes only general perfosywnce data are quoted.

Table 1

Physical Dimensions of 4 Start Tubes

(Tyes R) and t,-)) used for Experiment

Number Helix Indentation Hydraulic
Tube Tube of Ratio katio Diameter

Number Type Starts (HR )  M (Dh )

S. 3 (a) 4 0.674 0.0775 1.122

S. 12 (a) 4 1.052 0.0487 1.160

S. 13 (a) 4 1.750 0.0626 1.158

S. 14 (a) 4 2.52 0.0634 1.142

S. 17 (a) 4 0.477 0.0667 1.072

S. 18 (a) 4 0.958 0.1056 1.057

S. 19 (a) 4 1.60 0.1127 1.039

S. 20 (a) 4 2.55 0.1087 1.050

S. 21 (a) 4 0.210 0.0228 1.093

S. 22 (a) 4 0.280 0.0272 1.102

S. 37 (a) ,4 2.68 0.018 1.122

S. 43 (a) 4 0.608 0.0271 1.182

S. 44 (a) 4 0.656 0.0520 1.120

S. 46 (a) 4 0.670 0.1140 1.000

FI3 40 (b) 4 2.14 0.1138 0.990

IN 41 (b) 4 1.36 0.0883 1.030

R 42 (a) 4 0.750 0.0872 1.068

-2-



Table 2

Physical Dimensions of 8 Start Tubes
(Types (C) and (d)) used for Experiments

Number Helix Indentation Hydraulicube Type of Ratio Ratio Diameter

Number Type Starts (HR) (6) (Dh)

S. 4 (0) 8 1.00 0.0500 0.936

S. 7 (c) 8 0.732 0.0347 0.994

S. 9 (C) 8 0.677 0.0328 1.025

S. 10 (C) 8 1.972 0.0557 1.015

S. 11 (C) 8 2.732 0.0548 1.032

S, 16 (c) 8 1.560 0.0462 1.050

S. 8 (d) 8 - 0.0707 0.986

Table 3

Physical Dimensions of Multifluted Tubes
~pe~, (e and Vf)) used for Experiments

Number Helix Indentation Hydraulicube Type of Ratio Ratio Diameter
Number Type Starts (H) (6) (Dh)

G. 6 (e) 16 2.065 0.0492 0.96

G. 30 (e) 16 1.987 0.0625 0.934

G. 31 (e) 16 2.552 0.0695 0.919

G. 32 (e) 16 1.356 0.0531 1.026

G. 33 (e) 16 4.145 0.0506 0.949

G. 35 (e) 20 2.558 0.0477 0.922

G. 36 (e) 2( 2.463 0.0581 0.900

G. 47 (f) 30 3.995 0.0470 0.8995

3. Apparatas and Experimental Procedure

The purpose of the initial experimental work presented here was to examine a large

number of different tube shapes, and from the results to link tube perfonmance with

characteristic shape parameters. For this tube screening exercise, therefore, all experi-

ents were conducted with steam at atmospheric pressure condensing on the outside of a

vertically mounted profiled condenser tube, with water in forced convective (non-boiling)

flow being pumped through the tube. The heated length of tube in each case was 45 ins.

(I .14 m), and the logarithmic mean temperature difference (tMID) for the experiments was

maintained at I OF (6.1 C).

Measurements of overall heat transfer, coefficient U and pressure drop AP, over the

tube length, were obtained. From the measured values of U, the condensing side coefficient

-
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h and water side coefficient h were calculated using a more comprehensive version of the

Wilson plot technique 5 ). The theoretical analyses were aimed primarily at interpreting

and correlating the hi and pressure drop results. The pressure drop measurements were

extended to much lower Reynolds Numbers than occurred under the heat transfer conditions

by repeating these runs under isothermal, cold flow (70 F, 21°C) conditions. The experi-

mental apparatus is show schematically on Figure 2.

The enhanced tube under test was held at each end within resin blocks of non-

conducting material. The smooth sections left at each end of the enhanced tube fitted

snugly irnide "0" rings let into grooves in the resin blocks. As shown in Figure 2 the

resin blocks and tube were contained within a glass steam jacket which was fed with steam

taken from the mains supply. Deflecting baffles were placed to prevent direct impingement

of the steam on the tube under test, as this would have genernted spurious heat transfer

results. The condensate forming on the tube was collected in a cup cast into the resin

block at the bottom of the tube, and its rate of flow was periodically measured to obtain

a heat balance. The heat balances usually showed heat losses of about 5 to 1C . The steam

pressure in the jacket was kept a few cms water gauge above atmospheric pressure. This

ensured a steady vented flow of steam to atmosphere to avoid accumulation of noai-Condensible

gasea. The saturated steam temperature, Tv, used for calculations was computed from the

steam manometer and absolute pressure. Great care was taken, by means of an established

tube cleaning and wetting sequence, to avoid the occurrence of unpredictable dropwise

condensation on the tube.

The water circuit was a closed recirculating syste around which demineralised water

was pumped, the rate of water flow through the tube being determined by direct wrighing

over a timed interval. Just before entry to the test section the wates flowed through a

2 ft (0.61 m) length of tube of the same profile as that under test. Pressure drop

measurements were made by means of pressure tappings let into the resIn sectJc;is, see

Figure 2, and recorded on a vertical water manometer. The pressure drop measurd was that

over the 45 in. (1.14 m) length of profiled tube section, plus two lengths of sm6 ooth tubing

left at either end of the tube for sealing, plus two short lengths of smoothly bored resin

blocks. A procedure was adopted which effectively subtracted the contribution of the end

pieces leaving only the pressure drop over the profiled section.

Accurate determination of the important tube dimensions is vital for meaningful inter-

pretation of each tube's performance. The important dimensions are the helix lead, the

cross sectional area for flow, the inside and outside perimeters and the average wall

thickness.

The cross section area for flow was found by determining the weight of water to fill

the profiled length of tube. Perimeters were found by measurement from photographs

(magnified five times) of samples of profiled cross sections. Typical photographs of

cross sections are shown on Figure 1. The average wall thickness was found from vo),Jme

displacement of water sad the average of outside and inside perimeters. The depth of

profile indentation was determined by aticrometer measurements on the tube itself. The

sesults of this type of tube characterisation are included in Tables 1, 2 and 3.

i



4. Theoretical Analysis - Tube Types (a), (b) and (c)

The heat transfer and pressure drop obtained during water flow in the profiled tubes

is analysed in terms of a Swirl Flow theory. This theory attempts to predict the increase

of heat transfer rate and friction factor over smooth tube values for the sae operating

conditions. A simple model has also been derived to predict the condensing side

coefficient on the vertical roped and indented surfaces.

4.1 Swirl Flow Model - Tube Side Heat Transfer Analysis

The model assumes that the fluid flowing within the tube follows exactly the

spiral path of the indentations which are assumed to lie at an angle e (see Figure 3)

to the axis of the tube. (The criteria to make the fluid swirl are not considered

here.) Details of the analysis are given in the Appendix. The analysis makes use of

the Dittus - 3oelter ( ( ) equation for the tube side heat transfer coefficient, hs, in

a smooth tube
h D, ( V \0).8  0.

Pr 0 . 4

and gives for hr in the profiled tube

h r04 e

2 C (2)

provided the profiling does not significantly change the hydraulic diameter of the

smooth tube (the oefficiettts h and h only vary as D'),r s

The analy-tis relates the heat transfe~r ratio (h /h ) simply to the helix ratio

H R i.e. to the angle of the indentation.

.. 2 Swirl Flow Model - Tule Side Pressure Drop Analssis

The analysis of the tube side pressure drop in the profiled tube AP is based on

analogy with the well kno iA t7 ) equation for the pressure drop, A?, in a mooth tbe,

given by

V
2

s 8 f s D g

Details of the swirl flow analysis are given in the Appendix. The analysis

expresses the friction factor ratio f,/fs) bet~een profiled and smooth tubes in terms

of the helix ratio HR

4.3 Comparison of Heat Transfer and Friction Factor Enhancemnt

Equations (2) and (4) express the magnitudes of the increases to be expected in

the heat transfer coeffitients and friction factors as a result of profiling. If the

analogy between heat and momentum transfer were to hold, an increase in heat transfer

would be matched by an equivalent increase in friction factor. In fact equations (2)

-5



and (4) indicate that this analogy cannot be expected to hold for this type of tubing.

Thus, as the helix ratio decreases, the friction factor ratio increases faster than

the heat transfer ratio.

It is convenient to define a Performance Ratio, y, where

Y h/hs I I

r5 (1 + /IAR Y ~

The performance ratio clearly decreases as the helix ratio increases. For a

value of IR = 1, which is about the middle of the range of practical interest,

y = 0.5. The value of y is equal to I only for the smooth tube case, and one might

infer therefore that the smooth tube is always more "efficient" than a profiled one.

However it can still be worthwhile to use a profiled tube instead of a smooth one,

since the economic case depends on several other criteria besides the above.

4.4 Prediction of Condensing Side Coefficient for Vertical Profiled Tubes

The model on which the condensing side analysis is based assumes that the

indentations on the outside of the tube effectively reduce the drainnge height for the

condensate film to the distance (1) between successive indentations (Fee Figure 3).

This follows from assuming that each indentation holds, by means of surface tension

forces, all the condensate that drains into it, and prevent$ the continuous build-up

of the condensate film over the whole length of the vertical tube. The drainage is

therefore mostly carried by the indentations. The model further assunes that, because

of the thickness of the condensate layer in these indentations, the area of the

indentations plays no part in the actual condensatiois process. Hence, because of the

reduced drainage height, the average film thickness ttween successive indendations

is decreased and the overall condensing coefficient is increased over smooth tube

values.

Note that surface tension acts to channel condensate drainage in the above model

and therefore the model is applicable only to tubes in the groups (a), (b) and (c) of

Figure 1. For tubes of types (e) and (f) surface tension forces on the particular

tube shapes act to increase drainage and by this means enhance the condensing side

coeffic ient.

The profiled tube condensing coefficient h' is derived by analogy with the

Nusselt( 8 ) equation for the average condensing coefficient h over a length L of

vertically disposed smooth tube with zero film thickness at the top. This equation

is

ho 0.925 1 .44 21 (5)

or ho = 0.925 [K --] 1/3

where K represents the contribution of the physical properties of the condensed

fluid.



Details of the derivation of h' are given in the Appendix but the analysis yields
0

h ()- Nb (6)

where the profiled (h o ) an' smooth tube (h ) average condensing coefficients are

compared for assumed identical temperature driving force conditions ATo .

Equation (6) expresses the enhancement of the condensing side coefficient to be

expected with the profiled tube in terms of the tube profile geometry (see Figure 3).

Once tile length of vertical tube, L, has been fixed for experimental purposes, values

of the enhancement can be calculated from equation (6) by assigning typical values of

helix lead II, number of starts N and width of groove b. With typical values of L and

b taken as 45 in. (I.14 in) and 0.1 in. (2.54 m) respectively, and with helix lead as

a variable, calculations show that. the maximum enhancement possible is about 3. This

occurs at a helix lead of about 1.2 in. (30.5 na) for the 4 start tubes and 2.4 in.

(61 m) for the 8 start tubes.

5. Experimental Results

The experimental measurements art, presented under separate headings of heat transfer

and pressure drop.

5.1 Ileat Trusfer Measurements

Figures 4, 5 and 6 show, for selected tubes, values of measured overall heat

traiusifer coe'ficients U (based on tlx' tube outer surface area A ) plotted against the
0 0

water, velocity V into the tube smooth end. Curves of smooth tube performance ares
al:o showtn for comparison, and on the above basis comparison is made between smooth

and profiled tabes haidlibig Uwe samie mass flow of fluid. The average water side
0 0

t, veraturc was about 20W F (93 C) for all experiments and the logarithmic mean

,L-operaturte difference (i3M)) wats atbout II 0 F (6 C). The plots show that for the 4 and

8 stdrt type of swaged Eube the helix ratio H1R provides the dominant effect upon the

value '0 , which increases with decreasing values of HR"

From curves such as on Figures 4, 5 and 6 the values of the condensing steam side

coefficient h and water side ,oef.'icient h i were derived using the Wilson plot

technique as outlined below. the overall heat transfer coefficient U is related to
0

the individual coefficients by the well known equation

1 I x A A(
+ + - (7)

0.0 w 0

Mtiere subscripts o and i refer to tube outer and inner surfaces respectively. The
water side t'orced convective coefficient hi can be expressed using a recent

(9)
*' correlation For snE)oth tubes

hD 079
E; Re Pr (8)

k s

where the, #-\poiwet y on the Prandtl Number Pr (=- )is given byk

0.495 - 0.0025 In Pr

-- 7 --



For a smooth tube the value e 0.0225. Combining all the physical property

tems in equation (3) into a single term 2 we have the analogous equation for the

profiled tube

h 2 V0 7 9 5  (9)r

The condensing side coefficient ho can be expressed as in equation (5), based on

Nusselt' s derivation

ho  f 3 A N V) 1/3

= ,-- (10)

It is assumed that this equation is valid for the 4 and 8 start swaged tubes

since condensation should be more nearly laminar because of the greatly reduced

drainage lengths. 0 is a conetant depending on the tube profile and for a smooth

tube is, theoretically, equal to 0.925.

Substituting for h1 and ho equation (7) becomes

1/3
1/3 ( x W A 0) 1 Ao v )

or Y- + X

Hence a plot of Y and X should give a straight line of slope ! and intercept 1. The

individual coefficients hi and h° can then be calculated from equations (8) and (10)

respectively. The above form of the Wilson plot takes account of the variation of the

condensing side coefficient h with heat flux Q, which for these experiments was

effectively determined by the water aide velocity V.

For each tube the measured set of datu points Y and X was fitted with a best

straight line assuming a regression of the heat transfer term Y on the "velocity"

tem X. Good straight lines were obtained for each set of data points, thus

justifying the assumptions inherent In the above derivations. For the smooth tube,

values of e and 0 were obtained for both brass and copper tubes. These values were

respectively, 0.0226, 1.230 and 0.0226, 1.452. These way be compared with the

established values 0.0. S and 0.925. The condensing coefficient value s = 0.925 was

derived by Nusselt for laminar flow cnditions. It is well known that under

turbulent film flow with waves forming on the condensate film, as was observed here,

values in excess of 0.925 will occur. For example, an analysis by Dukler ( t0 )

allowing for the effect of turbulence, but not wave flow, gave Ps = 1.42 for

condensate loadings camparable to those in this work.

F.Apres 7 to 10 show values of hI and h derived from the above analysis for'

som of the 4 and 8 start owaged tubes and the mltifluted tues. The intercept of

the Wilson plot yiel ed a value Pr for each of the swaged tubes equivalent to the

theoretical value j3 = 0.925 (or the practically detemined averaged value P. = 1.34)

for the smooth tube. This experimental value 0r can be compared to an appropriate

theoretical value which can be derived for the swaged type of tube by an analysis



such as is outlined in the Appendix. This theoretical value r*', appropriate to the

constant in the Wilson plot, is

0 * = 0.925 H N)(N(12)

5.2 Pressure Drop Measurements

The friction factor fr was calculated from the corrected pressure loss

r =8f r*L V2
r r DVh 2g (13

where V is the true axial velocity in the profiled section and Dh the true hydraulic

diameter. Test runs with the smooth tube showed the expected relationship between fs

and the Reynolds Number Re = PVD/I. The smooth tube data were best represented y te

Drew( equation plus 34 for the particular roughness of the commercial smooth brass

and copper tubes used. Thus the fitted equation for the smooth tube is

fs 7 0.00072 + 0.0645 Re"0 ' 3 2  (14)

Figure II shows typical plots, on logarithmic axes, of the profiled tube pressure

drop "PIr against the water velocity Vs into the tube smooth end for a series of 4

start tubes of varying helix ratio. Note the increase of the slope of the lines from

1.78 to 2.02 as the helix ratio decreases. The slope of 2.02 indicates that the

friction factor is independetit of the Reynolds Number and, by analogy with smooth tube

flow characteristics, that the flow is here fully turbulent.

Figure 12 shows typical plots of' the profiled tube friction factor fr against the

k Re3 , s Numner Re for the sine tubes as are represented on Figure I. These plots

it, xtended to lower Re values as a result of isotherwal experiments under cold flow,

7t, F (21 C), conditions. One can see by comparison of Figures I and 12 that the

ratios (AP/iP) are geater thantios (atios (f/f). For example, for tube S.3 at a

velocity Vs of 5 ft/sec the ratio (.P 1/AP s ) is 4.25, Yhile the equivalent ratio

(fr /r') is on4 about 3.3. Thi _ is because the pressure drop plots, Figure 1),

include pressure losses dut, to the reduced cross sectional area for flow aad reduced

hydraulic diameter of tlie profiled tubes compared to the original smooth tube. The

friction factors were computed using the true values V and DH of the profiled tubes.

Thus anv increase of f over f is unequivocally due to the modification of the fluid

flo characteristics by the profile shape, and analysis can proceed on this assumption.

6. Correlation and Interpretation of Results

The exlperimental data obtained is analysed in terms of the theoretical treataent out-

lined in section .. The analyses are performed only for tubes of types (a), (b) and (c),

the helicallb indented variety.

6.1 Htt Transfer Analysis - Water Side Results

Thc Swirl Flo model for predicting %ater side forced convective coefficients

leads to equation (21

9-



.4
r- I+ _1)(2)

(2s H

R

Values of Cr have been experimentally determint, as outlined in section 5, and

Figure 13 shows the ratio (sr/es) plotted against the quantity (I + I/HR 2 ) on log-log

axes. Data for the 4 and 8 start swaged tubes, types (a), (b) and (c), are showvn on

this plot. The theoretical line at a slope of 0.4 is also drawn and one can see

reasonable agreement between the experimental values (C/ 9 ) and the theoretical

prediction. Only in the case of the 4 start tubes S.21 and S.22 is there serious

disagreement between theory and experimental measurement. 'These tubes have the

shortest helix ratios, 0.210 and 0.280 respectively (see Table 1) of all the 4 and 8

start tubes in the series.

The Swirl Flow model assumes that the water flows along the helical path of the

indentations. Clearly, however, as the helix ratio decreases the indentations become

increasingly normal to the axis of the tube appearing more as a roughness to the fluid

flowing, and there must come a point at which the flow tends to spill over the inden-

tations rather than follow them. From the experimental data on Fiire 13 it seems a

plausible assumption that for values of helix ration 1IR less than ubout 0.4, i.e.

values of (I + I/HR 2 ) greater than about 7, the flow, no longer follows the indenta-

tions, but substantially 3pIlls over them. Certainly the swirl flow model becomes

inapplicable for predicting the forced convective heat transfer coefficient at helix

ratios less than about 0.4 and, pending further evidence, this should be recognised

as a limit. It is vital, therefore, at the outset to determine whether a tube shape

has the characteristics of a swirl inducer or a roughness. Note that the data points

for the 8 start tubes fall very near the theoretical line and show good agreement with

theory. This indicates that the number of starts is of no consequence as long as the

swirling mechanism is generated.

There seem also to be an effect, though a secondary one, dhe to the tube inden-

tation. The theory takes no accound of indentation, assuming that as long as the

fluid swirls along the path of the ind, ntation its size is imaterial. This effect

may be seen on Figure 13 by reference to the data points for tubes S.43, S.44, S.3 and

S.46, all of which have approximately the same helix ratio of about 0.65. The ratio

(C/%s) increases from about 1.6 for tube S.43 to about 2.0 for tube S.,16 while the

indentation ratio increases by a factor of 4 from 0.027 to 0.114. The effect is

brought out more clearly in Figure 15, which shows that only for the largest indenta-

tion, tube S.46, is the ratio (C/s) significantly affected.

6.2 Pressure Drop Analysis - Water Side Results

The derivations of the Swirl Flow theory yield equation (4) for the friction

factor correlation

1 .38
r- + _L) (4)
f s o 2
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Figure 14 shows the ratio (f/fs) plotted against (I + 1/HR 2 ), Values

were read off from plots such as Figure 12 at a single value of Reynolds Number (Re)

equal to 105 , since it was found that Re itself was a parameter.

Even though restricted to one value of Re the agreement between theory and

experiment is not very good. At values of abscissa less than about 2, (HR > 1), the

experimental points are up to 15 less than the predicted values. As the helix ratio

decreases further, the experimental points fall away to a greater extent from the

theoretical line until, at the smallest values of H., i.e. largest abscissa values,

the experimental points for tubes S.21 and S.22 indicate little relevance to the

Swirl Flow model. This increasing divergence from the model with decreasing helix

ratio HR suggests t'Vie flow within the tube spills more and more over the indentations

as HR is reduced. With tubes S.21 and S.22 the flow is probably completely normal to

the indentations with very little swirl component.

The results on Figure 14 also indicate a strong effect of indentation on the

ratio (f/fs), a factor absent from the theory, which contributes to the apparent

spread of data points. The effect of indentation is shown on Figure 15 where the

ratios (f/fs) for tubes S.43, S.44, S.3, S.46 and S.9 are plotted against the inden-

tatiom ratio ,. The plot shows, at this Re value of 10 5, that the ratio (f/f 5 ) is

proportional to 6 to the 0.45 power. The above five tubes all have helix ratios of

about 0.65, see Table I. The Inclusion of tube S.9, 8 start, among the 4 start tubes

inldicates that there is no significant difference between 4 and 8 start tube geometry.

Further insight into the nature of this effect of indentation cam be gained from

conisidein'±g the (y/fs) ratios for the four tubes S 20, S.19, 8.18 and S.46, as shown

on Figure Ii. These tulbs vach have an indentation ratio of 0.Ii , i.e. the deepest

11d. ILit aion of all the tubes tested. 'The data points lie on a straight line of slope

it. tr the theoretical one, and, for these tubes alone, the agreement with theory is

much more rtasonable dhan for adl the tubes shomo on Figure 14. A plausible assump-

tion therefore is that the effect of indentation is simply one of directing the fluid

flow into a more truly swirling path as the indentation increases.

6.3 Ipirical Correlatioi or Pressure Drop Results

The experimental data thus shows that the ratio (f,/f) is a function of the

helix ratio If., the indentation ratio 6 ani the Reynolds Number Re. Therefore, from

a purely practical viewpoint, an empirical equation relating (f/ 5 ) to these

variables should be useful. The data points to be fitted by an empirical equation

were gathered as follow,.

Fr(,m plots such as Figure 12 values of the ratio (f/fs) were read for eadi tube

at five paranetric values of Re. These values were Re = 104, 3.10 , 6.104, 10',

3.10 and imply a "smuoothing" of the individual data poinits on the original plots of

f vs Re. All the 8 start tubes were included in this process, and all the 4 startr

tubes %ith the exception of tubes S.21 and S.22. These two tubes were judged, from

the previous analysis of heat transfer and pressure drop results, to have mechanisms

quite different to the other I start tubes and so will be analysed separately.
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Several forms of empirical expression were tested, the most successful being

fr = I + 6.(6415R) . 8 -  (15)

where the index x is a function of Re given by

x= 0.7384 - 0.1948 . 10-6(Re)

A test of the goodness of fit of equation (15) above can be seen on Figure 17 where

the experimentally measured values of the ratio (f /f s) are compared with the values

predicted by equation (15). The "data points" for the different values of Re are

identified by different symbols, though it should be remembered that these are smoothed

data points as explained above. Figure 17 shows that the empirical expression

embraces all but 4 of the 105 points wihin a spread of 1 14%, though the parametric

effect of Re is still apparent. The rsults for tubes S.46 and S.17 show the greatest

effect of Re. These tubes have the hortest helix ratio and indentation ratio, 4hich

combination gives rise to the largest values of (f/f.).

A slightly more convenient form of equation Mich can be fitted is

fr e.S715 )0.6872
r 1 1, 3.656 Re ' 1 .8 - (16)

This empirical eqttion does not fit the data quit(, uN well as equation (15) since ulo%%

all but 10 of the 105 points are embraced within a sp:iead of t l+%.

Empirical equations (15) and (16) can therefore be applied within the following

range of parameters:

Reynolds Number, Re, 10'i to 3.105

Indentation Ratio, o, 0.o2 to 0.12

Helix Ratio, RR' t).4 to 3.0.

6.4 Heat Transfer Analysis - Condensiig Side Results

The theoretical analysis outlined in section 4 indicates that, for the particular

conditions of the assumed model, the swaged tubes could provide condensing side
coefficients up to about three times that of a smooth tube. This follows if the same

temperature driving force, ATo, is maintained across the condensing films, for both

smooth and swaged tube experiments. In practice this is almost impossible to arrange,

and a test of the theoretical derivations is best achieved by comparing the experi-

mentally determined constant (r for each tube with the theoretical value 0r * given by

equation (12).

Figures 18 and 19 show the results of such a comparison for the 4 and 8 start

tubes respectively. The experimental values for the 4 start tubes form a curve when

plotted against helix lead which is very similar to the theoretical one (equation (12))

shown dotted. At longer helix leads (> about 1(X) am) agreement betueen heory andi

experiment is good. At the shortest helix leads of 0' to 2 ins. (38 to 51 nm) the

measured value Pr falls steeply as predicted by ie theory, though not at the
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predicted abscissa values. The reason for this disagreement is undoubtedly because of

the flooding which is seen to occur in practice. At the low helix leads the drainage

.hannels appear more normal to the vertical drainage direction and the surface tension

forces are unable to prevent the condensate from spilling over the indentations. At

these low helix leads therefore the condensate drains almost as on a amooth tube.

The measured values 0 r can be seen to be tending towards the measured value 1.3 for a
smooth tube. The spread of some of the data points is inherent in the use of the

Wilson plot for determination of r . The fuller interpretation of Figire 18 requires

prediction of the onset of flooding on a vertically disposed tube of the "roped"

variety.

* The results on Figure 19 for the 8 start tubes show a maximum as predicted by the

theory. However measured 1r values for the three tubes with helix leads greater than
r

about 4 ins. (100 nm) are considerably higher than the theoretical prediction. A

possible explanation for this could be that forces in addition to gravity are causing
condensate drainage, while Jt is only gravitational forces which are considered by the

theory. The'8 start tubes have twice as many drainage flats as the 4 start tubes, and

hence thinner liquid films on them. These "flats" are slightly convex, and at the
junction with the concave indewtation 4urrace tension forces could exist to cause

drai n~age.

7. The Comparative Qualities of the Several Tube Types

As mentioned in section '2 detailed analysis of' the heat transfer and pressure drop
performance of the rultifluted tubes, types (e) and (f), is beyond the scope of this paper.

Yet thieir tube. ide Und (ondelaing side performance daia, see Figures 8 and I, show most

inrt'I't'thg tCharacteristic-', the comparatively high condeiising side coefficients being
p111 itull 1 )% rio th% of note. The important question is to decide how, in economic terms:

thi" i cr.int typts of tube compare. The complete answer to this question can only be
pIlo(I, d )I comiprehensive plant design studies, but a simple comparison can be made for the

purposes of' this paper as outlined below.

Ratius of the enhanced tube to ,nooth tube pressure drop (, I/P 8 ), overall heat

travfer coefTicient W iU', and tube side heat transfer coefficient (hI/h) 'can be
obtained for each of the enhanced tutws f rom plots such as Figures 4, 7 and II. This has

been done for each o' the tubes iin the 8 start helically indented series (type (c)), the
multifluted tubes (tpes (e) and if)) and a selection of the 4 start tubes (types (a) and

(b)). The compari on has been miade at one value of water flow into the tube smooth end,
5 ft/sec, so that all tube. being compared are handling the same mass flow of fluid. The

numerical values are showin in Table 4.

Ideall onke would look for a large value of the overall heat transfer coefficient

ratio (Lr/) I and a comparatively small value of the pressure drop ratio (AP/APs) = P.
The ratio of these t%%o quantities, defined as an Overall Performance Ratio (OPR) = I1/P, is

of significwnce, and one would be hoping for values in the region of 1. Another signifi-
cant criterion is the rube Side Performance Ratio (TPR) = Ii/P, where h = (h/hs). Table 4

shows that the conlsistently largest %dlUes of OPR are obtained for the multifluted type of

tube, these values being on i'erage about 0.9. The 8 start (type (c)) and 4 start
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helically indented tubing (types (a) and (b)) have average values of about 0.7 and 0.5

respectively. Note also that in most cases the TPR values are less than the OPR values.

For this situation this implies that, of the total enhancement for a tube, a greater

proportion is being obtained by the enhancement on the condensing side than on the tube

side.

Table 4

Summary of Comparative Qualities of Tubes

All figures quoted assume water at 5 ft/sec
(0.52 nVsec) flowing into tube smooth end

Overall Overall Tube Side Tube Side
Pressure Coefficient Performance Coefficient Performance

Tube Tube Drop Ratio Ratio Ratio Ratio Ratio
Number Type P r"= U 0 = hr

(OPR) h (TPR)=

5.3 (a) 4.54 1.690 0.372 1.788 0.394
S.12 (a) 2.00 1.456 0.728 1.357 0.678
S.13 (a) 1.50 1.541 1.027 1.203 0.802
S.14 (a) 1.318 1.544 1.171 1.116 0.847
S.17 (a) 6.970 1.988 0,285 2.212 0.317
0441 (b) 2.273 1.755 0.772 1.232 0.542
S.43 (a) 2.045 1.399 0.684 1.556 0.761
S.44 (a) 3.485 1.554 0.446 1.659 0.476
S.46 (a) 7.227 1.904 0.264 2.476 0.313

S.4 (c) 3.088 1.821 0.590 1.472 0.477
S.? (c) 4.382 2.023 0.462 1.902 0.434
S.9 (c) 3.r59 1.905 0.535 1.675 0.471
S.10 (c) 1.794 1.702 0.949 1.258 0.701
S.11 (c) 1.66 1.607 0.968 1.I03 0.718
5.16 (c) 1.787 1.565 0.876 1.264 0.707
S.8 (d) 5.97 2.109 0.353 2.129 0.357

G.6 (e) 2.103 1.798 0.855 1.315 ().625
G.3O (e) 2.152 1.926 0.895 1.466 0.681
G.31 (e) 1.909 1.868 0.978 1.338 0.701
G.32 (e) 2.515 2.036 0.809 1.659 0.766
G.33 (e) 1.742 1.904 1.091 1.228 0.705
G.35 (f) 2.030 1.846 0.909 1.370 0.675
G.36 (f) 2.030 1.736 0.855 1.337 0.659
G.47 (f) 1.470 1.609 1.094 1.190 0.586

The above comparisons have been made under the very restricted raige of parameters

covered in these experiments and this must be borne in mind. But the main inference to be

noted from Table 4 is that the multifluted type of tube is inherently capable, in this

vertical orientation, and within the limits of the experiment, of providing overall

enhancements equivalent to those of the helically swaged and indented tubing but with a

smaller pressure drop penalty. Since manufacturing costs will not differ appreciably

between these types of tubing the multifluted type, at least with in the restricted fieid

noted above, is to be preferred. The multifluted type of tube because of its longer lead

construction achieves most of its total enhancement on the condensing side,. practicall3

free of energy loss penalty, with a much smaller enhancement (see Figures 8 and 10), and

hence small pressure loss penalty, on the tube side. The helically swaged and indented
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tubes, by contrast, obtain a larger proportion of their total enhancement on the tube side

and this, of necessity, attracts a larger pressure drop penalty.

The data presented in this paper may be used to assess the performance of these

enhanced tubes in the horizontal mode. Clearly, values of the inside coefficient will

apply even if the tubes are in the horizontal mode. The condensing side coefficient can

hardly be expected to show any increase over smooth tube values, however, since in a

horizontal tube bundle the condensate drainage from one row of tubes to the next would

destroy the delicate surface tension mechanisms responsible for enhanctment. Yet, because

horizontal drainage lengths are short, being only half a tube circumference, condensing

side coefficients would be higher than for vertical smooth tubes. Therefore enhanced

horizontal tubes could probably achieve overall coefficients as good as vertical multi--

fluted tubes, say, whose major enhancement is oni the condensing side. Enhanced condeaser

tubes in the horizontal mode therefore would derive all their enhancement from the increase

in the tube side coefficient. For this reason horizontally disposed tubes would need to be

of types (a), (b) or (c) and would therefore incur the comparatively high pressure drop

penalty referred to above.

8. Discussion

The important inferences to be made from the foregoing studies relate to the use of

the tubes in designs of advanced MSF plants or as preheaters In a ME train. The results

of design studies utilising enhanced tubing in advanced MSF designs will be published at a

later date, but this section discusses the various design philosophies which could embody

enhanced condenser tubing.

There are previous published proposals( 12,15) for utilising enhanced tubes in the

horizontal mode in advanced MSF plants. Though details are scarce these tubes seem to be

of the "lped" variety with helix ratios less than about 0.5. Here the enhanced performance

of the ibs nst stem almost completely from enhancement of the forced convect ive cotffi-

cient oil tIe tube side, and this implies the pressure drop penalty referred to above.

Sio1ever in moving from a smooth tube to enhanced tube design there is scope for using a

ialger diameter enhanced tube, since, because of the increased heat transfer rate, the

ratio ol tube surface area to c ross s utional area for flow can be reduced. By this mean-,

the enitanced tube design could have a pressure drop slightly less than the equivalent

smooth tube design as well as achieve a saving in overall tube costs. Whet usiig enhanced

condenser tubes to replace smooth ones there will usually be this opportunity to use a

larger diameter tube and so avoid the pressure drop penalty.

Condenser tubes can also be used as vertically disposed bundles in MSF plants. Early

designs, e.g. reference 14, employed vertical tube bundles for geometrical convenience

with the small sizes of plant that %ere then being built. Subsequent larger plants, from

500,00 gal/d upwards, found the horizontal disposition more convenient. However even at

sizes in the 5.10 6 gal/d range vertically disposed tubes can be used to advantage. Here

the iultifluted type of tube, types (e) and (f), is preferred to the other types. The

tube profilt produces such high condensing side coefficients that the main disadvantage of

vertical tubes is circumvented. The pressure drop increase with this type of tube is

generally less than for types (a), (b) and (c). In the opinion of the authors vertically
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mounted tubes of the multifluted type would show greater advantages in MSF plant than

horizontally mounted tubes of the "roped" type. For this vertical tube design some

rt'disposition of the flash boxes Lan, with advantage, be employed. At the previous

desalination conference in Dubrovnik, 1970, Tokmant.sev et aL described an MSF plant

design using vertical enhanced tube bundles, though no details of tube shape were given.

The abxove comments also apply to the feed preheater stages ot the ME system %hich are

effectively elements of an .45F train. In addition small sizes of vapour compression ME

plant., less than say 100,000 gal/day, could well 'ise the multifluted type of tube, whether

in upflow or downflow. The high condensing side coefficients are ideally suited to the

evaporating side performance.

9. Conclusions

I. Several different types of profiled condenser tube shapes with enhanced heat transfer

qualities have been described,

2. A theoretical analysis of the heat transfer and pressure drop performance of the

forced convective flow on the tube side and of condensing stews side Is presented. This

analysis is limited, for this paper, to one of te basic shapes described. All tubes are

cocisidered to be vertically orientated.

.1. The analysis shows that both tube side and condensing steam side coefficients should

be increased by up to 2, to 3 times smooth tube values wider practical operating conditions.

4. Experiments at atmospheric conditions with 4 ft lengths of vertical profiled tubing

showed that the tube side heat transfer performance was predicted fairly well by the

analysis, the Swirl Flow Tht-ory. The prediction of the tulb side pressure drop was not so

successful. Prediction of pressure drop is complicated by the effect of tube indentation

which is not taken into account by the theory.

5. The simple theory for predicting condensing side heat transfer rates was only

successful over a short range of the tube parameters. It is clear that complex phenomena

such as condensate flooding over the indentations, mid the influence of curved condensate

surfaces upon drainage forecs need to be considered.

6. Simple comparisons of the different tube types indicate that the multifluted type of

tube should be superior to the other types for condenser duty in the vertical orientation.
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Nc enclature

Ai  Cross sectional area for flow inside tube

A0 , Aw Surface area for heat transfer respectively of tube outer surface and at mean wall
diameter

b Width of grooves on outer surface of profiled tube

c Specific heat of fluid flowing inside tube

Dot Dh Tube side hydraulic diameters of smooth and profiled tubes respectively

e Depth of indentation on tube

f 8s, fr Friction factors for smooth and profiled tubes respectively, see equations A.(8)~and A.(O)

5 (, ravitational acceleration

H Helix lead, defined in section 2

HR Helix ratio, defined in section 2

hI Tube side heat transfer coefficient

h s , hr Tube side coefficients for smooth and profiled tubes respectively

h h' Outside condensing coefficients for smooth and profiled tubes
0

k Thermal conductivity of fluid

I Reduced drainage length between indentations, see Figure 3

L Total length of vertical tube

N Number of starts or indentations round tube circumference

P' P0 Inside and outside perimeters of profiled tube

Q Heat transferred per unit area of surface

Tv , Tw Temperature of condensing stem and tube outer surface respectively

U Overall heat transfer coefficient

Uo  Overall heat transfer coefficient based on tube outer surface area

Vs , V Average axial water veiocity in smooth and profiled tuLes respectively

x imprically derived index defined in equation (15)

0 Theoretical constant (= 0.925) in Nusselt equation, see equation (5)

Or Constant in Nusselt equation for profiled tubes derived from experimental data

r Theoretically derived constant in Nusselt equation for profiled tubes, seeequation (12)

T Tube performance ratio defined in section 4

AP Pressure loss

AT Temperature difference (Tv - T w ) across condensing film



e5 C r Constants in Dittus-Boelter equation (1) for smooth and profiled tubes respectively.

h r er Re 0.8 Pr 0 (4 /D h)

Latent heat of condensationi of steam

v Composite term defined by equati.on (10)

P Density of fluid

9 Viscosity of fluid

Re a Reyniolds Number '

Pr = Prandtl Numberr
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Details of the derivation of the analyses for tube side heat transfer and pressure

drop rates, and of condensirst side heat transfer coefficient, are given in this appendix.

Tube Side Heat Transfer Analysis

As stated in section 4 the so called "Swirl Flow" model is used. The model assumes

that the fluid flowing within the tube follows exactly the spiral path of the indentations

(the criteria necessary to make the fluid swirl are not considered here). If the indenta-

tions lie at an angle 0 to the axis of the tube (see Figure 3) of length L, then the actual

swirling path length of the fluid at the wall will be L/cos 0. Because of this increased

path length the swirl velocity at the wall is V/cos 0 where V is the axial velocity equal

to the rate of fluid flow per unit of cross sectional area.

For flow in a smooth tube we have the Iell kncmn Dittus-Boelter ( 6 ) equatlon for the

tube side heat transfer coefficient hs

h6Ds  VsDs- 0.8 0r.4A.)
= s

where the empirical constant es has a value 0.023.

By analogy, in the swirl flow case we have

k C 7c-t Pr A.( 2)

or

hrDh p .
= r Pr'4 A.()

where subscripts r and s refer to profiled and smooth tubes respectively. Then assuming

that the profiling does qot appreciably change U* hydraulic diameter and cross sectional

area of the smooth tube, we have

hr r AM)

s S (cosO) . s

But from Figure 3 one can see that the angle 0 iE. related to the helix ratio H. by

cos
26 = + I

Therefore

h r 0 4
h :I+jr A.(5)

The derivation can be tested by plotting experimental values of (e /Es) against the

quantity (0 + 1/HR2) on log-log paper when a slope of 0.4 should be obtained.



Swirl Flow Model - Tube Side Pressure Drop Analysis

For flow in a smooth tube we have the pressure drop AP given by(7)

a = 8 L 2 A.(6)$ D Ds  2g

By analogy for swirl flow in the profiled tube we have

------ P A.( 7)% r Cos h 2g (cosO) 2

where Cf is the coefficient of skin friction and is equivalent to 8 f8 in a smooth tube.

Continuing the analogy we have by the Blasius( 16 ) equation

i rs  0 .0396.(s

and hence

~~ 0r =.3164 A - .(9)

r r --- pV2

co .7 h 2g D 2gCf

r' eosO 2o75

provided both smooth and profiled tubes have the same hydraulic diameter and cross

sectional area.

Then. from the relationship between 0 and HRI we get

T A.(12)

Analysis of Condensing Side Coefficient on Vertical Profiled Tube

As explained in section 4 the analysis is restricted to profiled tubes of types (a).

(b) and (c) where surface tenaion forces act to arrest drainage in the vertical direction,

These forces effectively divide the total vertical length L of the profiled tube into

short drainage lengths I between indentations as shown on Figure 3.

Following Nusselt ( 8 ) the average condensing coefficient h0 over a lergth L of vertical

smooth tube %ith zero film thickness at the top is given by

ho = 0.925 A.(13)

ho= 0.925 LK Al-4

where K represents the contribution of the physical properties of the condensed f!ltti.
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Or, more conveniently for this analysis, since

Q = ho Ao ATo,

where AT0 is the difference between saturated vapour temperature Tv and tube outer surface

temperature Tw, then

ho 0.941 [K ,-0] A.(14)

Now applying this general equation A.(13) to any of the reduced drainage lengths I

(see Figure 3) we have

ra 1/3
o0.9251 A(I 1

where a and q refer to the surface area of, and heat transferred to, the single drainage

strip of length 1. The heat flux (q/a) in eqution A.(16) is eqicjvalent to Q'/A' where
Q' is the total heat transferred over the entire enhanced tube length L, and Ao' is the

total surface area of the tube outer surface minus the area of the indentations.

Converting h "to a coefficient h.1 based on the whole outer surf'ace area A° of the enhanced

tube we have

h# '=0.925 + ~i)IK41/ A.J16)
0 (-II 0 ' L K "~

Note, Q1 for the enhanced tube cuse will be greuter than Q.

Then since Q' = ho' A° Al equationt A.(1t) becomes
h' =o.94 =,'To] AAM

000 o

ite. h0 =0,941 0 [K IT A.(18)

Konation A.( IS) expresses the condetsing side coeffictent h' for the enhanced tube.
0

Coaring ho and ho, the smooth tube coefficient, at the same temperature driving force
conditions ATO, we find

ho ho b

i.e. ho ho H W b A.(19)

Equation A.(19) says that the enhanced tube coefficient will exceed the smooth tube
coefficient (under the same temperature driving force conditons) by the enhancement factor
EF, Where

EF t A.(20)
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